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Drawings Legend

Architectural Symbols

Typical Wall Details

Signage Examples

Signage Requirements

Fixture Mounting Heights

Wall Types

Abbreviations
AAC Asbestos Abatement Contractor

AC Air Conditioning

ACOUST Acoustical

ACT Acoustic Ceiling Tile

AFF Above Finish Floor

ALT Alternate

ALUM Aluminum

AP Access Panel

APPD Approved

APPROX Approximate

ARCH Architectural

ASPH Asphalt

AVG Average

BD Board

BLK Block

BUR Built-Up Roof

CB Catch Basin

CEM Cement

CER Ceramic

CIP Cast Iron Pipe

CJ Control Joint

CLOS Closet

CMP Corrugated Metal Pipe

CMT Ceramic Mosaic Tile

CMU Concrete Masonry Unit

CO Cleanout

COL Column

CONC Concrete

CONST Construction

CONT Continuous

CORR Corridor

CRS Courses

CT Ceramic Tile

DF Drinking Fountain

DIA Diameter

DIP Ductile Iron Pipe

DR Door

DS Downspout

DWG Drawing

EA Each

EC Electrical Contractor

EF Exhaust Fan

EIFS Exterior Insulation & Finish System

EJ Expansion Joint

ELEC Electrical

ELEV Elevation

EPDM Ethylene Propylene Diene Monomer

EQ Equal

EQUIP Equipment

EW Each Way

EXIST Existing

EXP Expansion
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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ROOF BELOW

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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1/4" = 1'-0"1
Studio A - Enlarged Unit Plan

1/4" = 1'-0"3
Studio A - Enlarged Finish Plan

1/4" = 1'-0"2
Studio A - Enlarged RCP

1/4" = 1'-0"4
Studio A - Tlt Rm Elev

1/4" = 1'-0"5
Studio A - Tlt Rm Elev

1/4" = 1'-0"6
Studio A - Tlt Rm Elev

1/4" = 1'-0"7
Studio A - Tlt Rm Elev

1/4" = 1'-0"8
Studio A - Interior Elevation

1/4" = 1'-0"9
Studio A - Interior Elevation

Drawing Notes

100 EXISTING CMU WALLS TO RECIEVE GYPSUM WALLBOARD
FINISH.

102 BUILT-IN ENTERTAINMENT CENTER.

401 24" DEEP LAMINATE SIDE PANEL W/ SOLID WOOD EDGE
(MW-4)

402 24" DEEP CABINET ABOVE REFRIGERATOR

403 UNDER-CABINET STRIP LIGHT

406 PROVIDE WHITE OAK FLOATING SHELF

407 LOCATE OUTLETS AS CLOSE TO ELEVATION LOCATION
AS POSSIBLE

411 FLAT PANEL TV BY OWNER, PROVIDE ELECTRICAL
HOOKUP; RE: ELEC DWGS

415 PROVIDE ONE LAYER 5/8" GYPSUM WALLBOARD.

416 PROVIDE OAK WOOD DOOR TRIM, 3 1/2" X 3/4" SQUARE
EDGE.

418 PROVIDE ACRYLIC DIMENSIONAL NUMBERS.

B-1 BASEBOARD, BY CONTRACTOR, 3 1/2" x 1/2" SQUARE
EDGE, PAINT GRADE BASEBAORD, PAINT (P-5)

B-4 BASEBOARD AT CORRIDOR, 3 1/2" X 3/4" SQUARE EDGE,
OAK WOOD BASEBOARD.

CT-1 CERAMIC TILE FLOORING

CT-2 CERAMIC TILE BACKSPLASH

FFE-2 FF&E; ILLUMINATED VANITY MIRROR

HW-1 TOILET PAPER HOLDER MOUNTED IN FIELD, KOHLER ELATE
TOILET PAPER HOLDER - K-27292-BL

HW-2 TOWEL BAR - DELTA - LYDALL 24" - MATTE BLACK

HW-3 DOUBLE ROBE HOOK, DELTA - KAYRA - MATTE BLACK

HW-4 SHOWER CURTAIN ROD

LVP-1 LAMINATE PLANK FLOORING

P-2 WALL PAINT,

PL-1 TOILET, DELTA - TURNER DUAL FLUSH TOILET - C41908D

PL-2 BATHROOM FAUCET, DELTA - MODERN -
559LF-BLGPM-PP - MATTE BLACK

PL-3 GLACIER BAY - 14-027-W - RECTANGLE UNDERMOUNT
BATHROOM SINK - WHITE OR SIMILAR

PL-6 KITCHEN FAUCET, KOHLER PURIST 6 IN. FAUCET - K-7509,
BL (MATTE BLACK); KITCHEN SINK STRAINER, 3.5 IN.
DECORATIVE BASKET STRAINER - 441093 (STAINLESS

STEEL), OR SIMILAR

ST-2 BATHROOM VANITY TOP, QUARTZ COUNTER TO MATCH
CORIAN DESIGNER WHITE, WITH WHITE UNDERMOUNT
SINK

Unit Ceiling Legend

1/4" = 1'-0"10
Studio B - Enlarged Unit Plan

1/4" = 1'-0"11
Studio B - Enlarged Finish Plan

1/4" = 1'-0"12
Studio B - Enlarged RCP

1/4" = 1'-0"13
Studio B - Interior Elevation

1/4" = 1'-0"14
Studio B - Tlt Rm Elev

1/4" = 1'-0"15
Studio B - Tlt Rm Elev

1/4" = 1'-0"16
Studio B - Tlt Rm Elev

1/4" = 1'-0"17
Corridor Door Elev

General NotesUnit Appliance Schedule
# APPLIANCE MANUFACTURER MODEL

DW1 24 IN STAINLESS STEEL DISHWASHER GE JS645SLSS

REF1 36" STAINLESS STEEL COUNTER DEPTH REFRIGERATOR GE GWE19JYLFS

REF2 24" STAINLESS STEEL REFRIGERATOR GE WRB533CZJZ

RG1 30" STAINLESS STEEL ELECTRIC RANGE GE WFE505W0HZ

RG2 30" STAINLESS STEEL ELECTRIC RANGE GE CR4B242BK

WD1 24" WHITE STACKABLE WASHER/DRYER COMBO UNIT GE EW824NED848

WD2 24" STAINLESS STEEL WASHER/DRYER COMBO UNIT GE EW824

Door Schedule - Unit Plans

Mark

Door Frame Fire
Rating
(Mins) Hardware CommentsWidth Height Thickness

Door
Type

Door
Material

Frame
Type

Frame
Material

Head
Detail

Jamb
Detail

A1 3' - 0" 6' - 8" 1 3/4" F WD F1 HM 5-A001 6 A001 45 UNIT ENTRY DOOR

A2 2' - 4" 5' - 11" 1 3/4" F WD HM 5-A001 6-A001 UNITCLOSET DOUBLE DOOR

A3 2' - 4" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A4 3' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT SINGLE DOOR

A5 2' - 10" 6' - 8" 1 11/16" F WD HM 3-A001 4-A001 UNIT SLIDING DOOR

A6 5' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A7 2' - 8" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT TOILET POCKET DOOR

A8 3' - 2" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

Floor Finish Legend

F1

F1

F2

F2

F1

No. Description Date
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1/4" = 1'-0"2
1 Bedroom A - Enlarged Unit Plan

1/4" = 1'-0"3
1 Bedroom A - Enlarged RCP

1/4" = 1'-0"1
1 Bedroom A - Enlarged Demolition Plan

1/4" = 1'-0"4
1 Bedroom A - Enlarged Finish Plan

1/4" = 1'-0"5
1 Bedroom A - Interior Elevation

1/4" = 1'-0"6
1 Bedroom A - Interior Elevation

1/4" = 1'-0"7
1 Bedroom A - Interior Elevation

1/4" = 1'-0"8
1 Bedroom A - Interior Elevation

1/4" = 1'-0"9
1 Bdrm A - Tlt Rm Elev

1/4" = 1'-0"10
1 Bdrm - Tlt Rm Elev

1/4" = 1'-0"11
1 Bdrm A - Tlt Rm Elev

1/4" = 1'-0"12
1 Bdrm A - Tlt Rm Elev

1/4" = 1'-0"13
1 Bdrm A - Bedroom Elevation

Demolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW FLOORING;
REFER TO FINISH PLAN FOR NEW FLOORING AND THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D04 DEMOLISH EXISTING TILE WALL BASE.

D05 DEMOLISH EXISTING CARPET WALL BASE. REFER TO ENLARGED PLANS FOR.

D06 DEMOLISH EXISTING GYPSUM WALLBOARD & ADHESIVE IN ITS ENTIRETY. PREP
& CLEAN MASONRY PARTITION TO RECEIVE NEW WORK. REFER TO
ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING

MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D07 DEMOLISH EXISTING GYPSUM WALLBOARD, INSULATION, & ADHESIVE IN ITS
ENTIRETY. PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK.
REFER TO ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS

SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR
REMOVAL OF PARTITION.

D08 DEMOLISH EXISTING GYPSUM WALLBOARD, METAL STUD PARTITION AND ALL
ASSOCIATED COMPONENTS IN ITS ENTIRETY.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT PLANS FOR
NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD ASSESSMENT REPORT

DATED JANUARY 2023 FOR REMOVAL OF PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING TO
RECEIVE PAINT.

D13 DEMOLISH EXISTING GYPSUM SOFFIT TO EXPOSE METAL STUDS. METAL STUDS
TO REMAIN. REFER TO ENLARGED RCP FOR NEW WORK. REFER TO THE
ASBESTOS SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR

REMOVAL OF PARTITION.

D14 DEMOLISH EXISTING METAL DOOR AND FRAME IN ITS ENTIRETY. SALVAGE
DOOR HARDWARE FOR REINSTALLATION. REFER TO DOOR SCHEDULE FOR
HARDWARE.

D15 REMOVE EXISTING TOWEL RACK & TOILET ACCESSORIES IN ITS ENTIRETY.
SALVAGE AND TURNOVER TO OWNER.

D16 DEMOLISH EXISTING TOILET IT ITS ENTIRETY.

D17 DEMOLISH EXISTING SHOWER HEAD, FAUCET, SHOWER CURTAIN ROD, AND
WALL PANEL IN THEIR ENTIRETY.

D20 DEMOLISH EXISTING SINK AND SOLID SURFACE COUNTER IN THEIR ENTIRETY.

D21 REMOVE AND PROTECT EXISTING MIRRIOR FOR REINSTALLATION. REFER TO
INTERIOR ELEVATIONS FOR LOCATIONS.

D23 DEMOLISH EXISTING CURTAIN VALANCE, CURTAIN TRACKS & CURTAINS IN
THEIR ENTIRETY.

D24 DEMOLISH EXISTING COAT ROD IN ITS ENTIRETY.

D25 REMOVE SEALANT UNDER SLIDING DOOR. CLEAN AND PREP TO RECEIVE
NEW WORK. REFER TO FLOOR PLANS FOR NEW WORK.

D26 CLEAN AND PREP CONCRETE TO RECEIVE NEW WORK.

D27 REMOVE EXISTING PTAC UNIT. REFER TO MECHANICAL NARRATIVE FOR
REMOVAL DETAILS AND INSTALLATION OF NEW UNIT.DEMO

D37 REMOVE MEP DEVICE AND COORDINATE WITH MEP WORK.

D38 DEMOLISH EXISTING WOOD THRESHOLD.

D39 REMOVE WALL MOUNTED IRON AND IRONING BOARD.

D40 REMOVE METAL SECURITY SAFE.

D41 REMOVE ROOM SIGNAGE AND TURNOVER TO OWNER.

D42 REMOVE AND PROTECT WALL MOUNTED THERMOSTAT. COORDINATE WITH
NEW WORK FOR REINSTALLATION.

D43 REMOVE AND PROTECT WALL MOUNTED SMOKE DETECTOR. COORDINATE
WITH NEW WORK FOR REINSTALLATION.

D44 EXISTING POWER OUTLET TO REMAIN.

D45 EXISTING DATA AND POWER OUTLETS TO REMAIN.

D46 DEMOLISH CABLE JACK AND CONDUIT IN ITS ENTIRETY.

Drawing Notes

100 EXISTING CMU WALLS TO RECIEVE GYPSUM WALLBOARD FINISH.

101 MECH EQUIP; RE: MECH DWGS.

102 BUILT-IN ENTERTAINMENT CENTER.

103 EXISTING CMU WALL TO RECEIVE 3" THICK RIGID INSULATION AND GYPSUM WALL
BOARD.

107 ONE INCH DIAMETER DRAINAGE HOLE CUT ALL THE WAY THROUGH EXISTING
CONCRETE SLAB.

108 V-GROOVE SAW CUT CONNECTING DRAINAGE HOLES.

401 24" DEEP LAMINATE SIDE PANEL W/ SOLID WOOD EDGE (MW-4)

402 24" DEEP CABINET ABOVE REFRIGERATOR

403 UNDER-CABINET STRIP LIGHT

406 PROVIDE WHITE OAK FLOATING SHELF

407 LOCATE OUTLETS AS CLOSE TO ELEVATION LOCATION AS POSSIBLE

410 MECH EQUIP; RE: MECH DWGS

411 FLAT PANEL TV BY OWNER, PROVIDE ELECTRICAL HOOKUP; RE: ELEC DWGS

414 BUILT-IN RANGE HOOD

415 PROVIDE ONE LAYER 5/8" GYPSUM WALLBOARD.

416 PROVIDE OAK WOOD DOOR TRIM, 3 1/2" X 3/4" SQUARE EDGE.

417 PROVIDE OAK VENEER.

418 PROVIDE ACRYLIC DIMENSIONAL NUMBERS.

B-1 BASEBOARD, BY CONTRACTOR, 3 1/2" x 1/2" SQUARE EDGE, PAINT GRADE
BASEBAORD, PAINT (P-5)

B-4 BASEBOARD AT CORRIDOR, 3 1/2" X 3/4" SQUARE EDGE, OAK WOOD
BASEBOARD.

CPT-1 CARPET TILE FLOORING

CT-1 CERAMIC TILE FLOORING

CT-2 CERAMIC TILE BACKSPLASH

FFE-1 FF&E; KITCHEN ISLAND

FFE-2 FF&E; ILLUMINATED VANITY MIRROR

HW-1 TOILET PAPER HOLDER MOUNTED IN FIELD, KOHLER ELATE TOILET PAPER HOLDER -
K-27292-BL

HW-2 TOWEL BAR - DELTA - LYDALL 24" - MATTE BLACK

HW-3 DOUBLE ROBE HOOK, DELTA - KAYRA - MATTE BLACK

HW-4 SHOWER CURTAIN ROD

LVP-1 LAMINATE PLANK FLOORING

P-2 WALL PAINT,

P-3 WALL ACCENT PAINT,

PL-1 TOILET, DELTA - TURNER DUAL FLUSH TOILET - C41908D

PL-2 BATHROOM FAUCET, DELTA - MODERN - 559LF-BLGPM-PP - MATTE BLACK

PL-3 GLACIER BAY - 14-027-W - RECTANGLE UNDERMOUNT BATHROOM SINK - WHITE
OR SIMILAR

PL-6 KITCHEN FAUCET, KOHLER PURIST 6 IN. FAUCET - K-7509, BL (MATTE BLACK);
KITCHEN SINK STRAINER, 3.5 IN. DECORATIVE BASKET STRAINER - 441093 (STAINLESS
STEEL), OR SIMILAR

ST-1 KITCHENETTE COUNTERTOP, QUARTZ PRODUCT - TO MATCH MOLTEN GREY
QUARTZ - 3/4" THICK

ST-2 BATHROOM VANITY TOP, QUARTZ COUNTER TO MATCH CORIAN DESIGNER WHITE,
WITH WHITE UNDERMOUNT SINK

Unit Appliance Schedule
# APPLIANCE MANUFACTURER MODEL

DW1 24 IN STAINLESS STEEL DISHWASHER GE JS645SLSS

REF1 36" STAINLESS STEEL COUNTER DEPTH REFRIGERATOR GE GWE19JYLFS

REF2 24" STAINLESS STEEL REFRIGERATOR GE WRB533CZJZ

RG1 30" STAINLESS STEEL ELECTRIC RANGE GE WFE505W0HZ

RG2 30" STAINLESS STEEL ELECTRIC RANGE GE CR4B242BK

WD1 24" WHITE STACKABLE WASHER/DRYER COMBO UNIT GE EW824NED848

WD2 24" STAINLESS STEEL WASHER/DRYER COMBO UNIT GE EW824

Unit Ceiling Legend

1/4" = 1'-0"15
Recessed Corridor Panel Elev

1/4" = 1'-0"16
Corridor Door Elevation

General Notes

1/4" = 1'-0"14
1 Bdrm A - Bedroom Elevation

Door Schedule - Unit Plans

Mark

Door Frame Fire
Rating
(Mins) Hardware CommentsWidth Height Thickness

Door
Type

Door
Material

Frame
Type

Frame
Material

Head
Detail

Jamb
Detail

A1 3' - 0" 6' - 8" 1 3/4" F WD F1 HM 5-A001 6 A001 45 UNIT ENTRY DOOR

A2 2' - 4" 5' - 11" 1 3/4" F WD HM 5-A001 6-A001 UNITCLOSET DOUBLE DOOR

A3 2' - 4" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A4 3' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT SINGLE DOOR

A5 2' - 10" 6' - 8" 1 11/16" F WD HM 3-A001 4-A001 UNIT SLIDING DOOR

A6 5' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A7 2' - 8" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT TOILET POCKET DOOR

A8 3' - 2" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

Floor Finish Legend
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1/4" = 1'-0"2
2 Bedroom A - Enlarged Unit Plan

1/4" = 1'-0"3
2 Bedroom A - Enlarged RCP

1/4" = 1'-0"1
2 Bedroom A - Enlarged Demolition Plan

1/4" = 1'-0"4
2 Bedroom A - Enlarged Finish Plan

1/4" = 1'-0"5
2 Bedroom A - Interior Elevation

1/4" = 1'-0"6
2 Bedroom A - Interior Elevation

1/4" = 1'-0"9
2 Bdrm A  - Tlt Rm Elev

1/4" = 1'-0"10
2 Bdrm A - Tlt Rm Elev

1/4" = 1'-0"11
2 Bdrm A  - Tlt Rm Elev

1/4" = 1'-0"12
2 Bdrm A  - Tlt Rm Elev

1/4" = 1'-0"7
2 Bedroom A - Interior Elevation

1/4" = 1'-0"8
2 Bedroom - Interior Elevation

1/4" = 1'-0"14
2 Bdrm A - Bedroom Elev

1/4" = 1'-0"13
2 Bdrm A - Bedroom Elev

Drawing Notes

100 EXISTING CMU WALLS TO RECIEVE GYPSUM WALLBOARD FINISH.

101 MECH EQUIP; RE: MECH DWGS.

102 BUILT-IN ENTERTAINMENT CENTER.

103 EXISTING CMU WALL TO RECEIVE 3" THICK RIGID INSULATION AND GYPSUM WALL
BOARD.

107 ONE INCH DIAMETER DRAINAGE HOLE CUT ALL THE WAY THROUGH EXISTING
CONCRETE SLAB.

108 V-GROOVE SAW CUT CONNECTING DRAINAGE HOLES.

401 24" DEEP LAMINATE SIDE PANEL W/ SOLID WOOD EDGE (MW-4)

402 24" DEEP CABINET ABOVE REFRIGERATOR

403 UNDER-CABINET STRIP LIGHT

406 PROVIDE WHITE OAK FLOATING SHELF

407 LOCATE OUTLETS AS CLOSE TO ELEVATION LOCATION AS POSSIBLE

410 MECH EQUIP; RE: MECH DWGS

411 FLAT PANEL TV BY OWNER, PROVIDE ELECTRICAL HOOKUP; RE: ELEC DWGS

414 BUILT-IN RANGE HOOD

415 PROVIDE ONE LAYER 5/8" GYPSUM WALLBOARD.

416 PROVIDE OAK WOOD DOOR TRIM, 3 1/2" X 3/4" SQUARE EDGE.

417 PROVIDE OAK VENEER.

418 PROVIDE ACRYLIC DIMENSIONAL NUMBERS.

B-1 BASEBOARD, BY CONTRACTOR, 3 1/2" x 1/2" SQUARE EDGE, PAINT GRADE
BASEBAORD, PAINT (P-5)

B-4 BASEBOARD AT CORRIDOR, 3 1/2" X 3/4" SQUARE EDGE, OAK WOOD BASEBOARD.

CT-2 CERAMIC TILE BACKSPLASH

FFE-2 FF&E; ILLUMINATED VANITY MIRROR

HW-1 TOILET PAPER HOLDER MOUNTED IN FIELD, KOHLER ELATE TOILET PAPER HOLDER -
K-27292-BL

HW-2 TOWEL BAR - DELTA - LYDALL 24" - MATTE BLACK

HW-3 DOUBLE ROBE HOOK, DELTA - KAYRA - MATTE BLACK

HW-4 SHOWER CURTAIN ROD

P-2 WALL PAINT,

P-3 WALL ACCENT PAINT,

PL-1 TOILET, DELTA - TURNER DUAL FLUSH TOILET - C41908D

PL-2 BATHROOM FAUCET, DELTA - MODERN - 559LF-BLGPM-PP - MATTE BLACK

PL-3 GLACIER BAY - 14-027-W - RECTANGLE UNDERMOUNT BATHROOM SINK - WHITE OR
SIMILAR

PL-6 KITCHEN FAUCET, KOHLER PURIST 6 IN. FAUCET - K-7509, BL (MATTE BLACK); KITCHEN
SINK STRAINER, 3.5 IN. DECORATIVE BASKET STRAINER - 441093 (STAINLESS STEEL), OR
SIMILAR

ST-1 KITCHENETTE COUNTERTOP, QUARTZ PRODUCT - TO MATCH MOLTEN GREY QUARTZ -
3/4" THICK

ST-2 BATHROOM VANITY TOP, QUARTZ COUNTER TO MATCH CORIAN DESIGNER WHITE, WITH
WHITE UNDERMOUNT SINK

Demolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW FLOORING;
REFER TO FINISH PLAN FOR NEW FLOORING AND THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D04 DEMOLISH EXISTING TILE WALL BASE.

D05 DEMOLISH EXISTING CARPET WALL BASE. REFER TO ENLARGED PLANS FOR.

D06 DEMOLISH EXISTING GYPSUM WALLBOARD & ADHESIVE IN ITS ENTIRETY.
PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK. REFER TO
ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING

MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D07 DEMOLISH EXISTING GYPSUM WALLBOARD, INSULATION, & ADHESIVE IN ITS
ENTIRETY. PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK.
REFER TO ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS

SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR
REMOVAL OF PARTITION.

D08 DEMOLISH EXISTING GYPSUM WALLBOARD, METAL STUD PARTITION AND
ALL ASSOCIATED COMPONENTS IN ITS ENTIRETY.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT PLANS FOR
NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD ASSESSMENT REPORT

DATED JANUARY 2023 FOR REMOVAL OF PARTITION.

D10 DEMOLISH EXISTING MASONRY PARTITION TO EXTENTS DIMENSIONED ON
PLAN FOR NEW OPENING. STRUCTURALLY BRACE TEMPORARILY UNTIL NEW
LINTEL IS INSTALLED. REFER TO ENLARGED PLANS FOR NEW WORK.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING TO
RECEIVE PAINT.

D13 DEMOLISH EXISTING GYPSUM SOFFIT TO EXPOSE METAL STUDS. METAL STUDS
TO REMAIN. REFER TO ENLARGED RCP FOR NEW WORK. REFER TO THE
ASBESTOS SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023

FOR REMOVAL OF PARTITION.

D14 DEMOLISH EXISTING METAL DOOR AND FRAME IN ITS ENTIRETY. SALVAGE
DOOR HARDWARE FOR REINSTALLATION. REFER TO DOOR SCHEDULE FOR
HARDWARE.

D15 REMOVE EXISTING TOWEL RACK & TOILET ACCESSORIES IN ITS ENTIRETY.
SALVAGE AND TURNOVER TO OWNER.

D16 DEMOLISH EXISTING TOILET IT ITS ENTIRETY.

D17 DEMOLISH EXISTING SHOWER HEAD, FAUCET, SHOWER CURTAIN ROD, AND
WALL PANEL IN THEIR ENTIRETY.

D20 DEMOLISH EXISTING SINK AND SOLID SURFACE COUNTER IN THEIR ENTIRETY.

D21 REMOVE AND PROTECT EXISTING MIRRIOR FOR REINSTALLATION. REFER TO
INTERIOR ELEVATIONS FOR LOCATIONS.

D23 DEMOLISH EXISTING CURTAIN VALANCE, CURTAIN TRACKS & CURTAINS IN
THEIR ENTIRETY.

D24 DEMOLISH EXISTING COAT ROD IN ITS ENTIRETY.

D25 REMOVE SEALANT UNDER SLIDING DOOR. CLEAN AND PREP TO RECEIVE
NEW WORK. REFER TO FLOOR PLANS FOR NEW WORK.

D26 CLEAN AND PREP CONCRETE TO RECEIVE NEW WORK.

D27 REMOVE EXISTING PTAC UNIT. REFER TO MECHANICAL NARRATIVE FOR
REMOVAL DETAILS AND INSTALLATION OF NEW UNIT.DEMO

D37 REMOVE MEP DEVICE AND COORDINATE WITH MEP WORK.

D38 DEMOLISH EXISTING WOOD THRESHOLD.

D39 REMOVE WALL MOUNTED IRON AND IRONING BOARD.

D40 REMOVE METAL SECURITY SAFE.

D41 REMOVE ROOM SIGNAGE AND TURNOVER TO OWNER.

D42 REMOVE AND PROTECT WALL MOUNTED THERMOSTAT. COORDINATE WITH
NEW WORK FOR REINSTALLATION.

D43 REMOVE AND PROTECT WALL MOUNTED SMOKE DETECTOR. COORDINATE
WITH NEW WORK FOR REINSTALLATION.

D44 EXISTING POWER OUTLET TO REMAIN.

D45 EXISTING DATA AND POWER OUTLETS TO REMAIN.

D46 DEMOLISH CABLE JACK AND CONDUIT IN ITS ENTIRETY.

Unit Ceiling Legend

1 1/2" = 1'-0"17
Recessed Corridor Panel Detail

1/4" = 1'-0"15
Recessed Corridor Panel Elev

1/4" = 1'-0"16
Corridor Door Elev

General Notes

Unit Appliance Schedule
# APPLIANCE MANUFACTURER MODEL

DW1 24 IN STAINLESS STEEL DISHWASHER GE JS645SLSS

REF1 36" STAINLESS STEEL COUNTER DEPTH REFRIGERATOR GE GWE19JYLFS

REF2 24" STAINLESS STEEL REFRIGERATOR GE WRB533CZJZ

RG1 30" STAINLESS STEEL ELECTRIC RANGE GE WFE505W0HZ

RG2 30" STAINLESS STEEL ELECTRIC RANGE GE CR4B242BK

WD1 24" WHITE STACKABLE WASHER/DRYER COMBO UNIT GE EW824NED848

WD2 24" STAINLESS STEEL WASHER/DRYER COMBO UNIT GE EW824

Door Schedule - Unit Plans

Mark

Door Frame Fire
Rating
(Mins) Hardware CommentsWidth Height Thickness

Door
Type

Door
Material

Frame
Type

Frame
Material

Head
Detail

Jamb
Detail

A1 3' - 0" 6' - 8" 1 3/4" F WD F1 HM 5-A001 6 A001 45 UNIT ENTRY DOOR

A2 2' - 4" 5' - 11" 1 3/4" F WD HM 5-A001 6-A001 UNITCLOSET DOUBLE DOOR

A3 2' - 4" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A4 3' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT SINGLE DOOR

A5 2' - 10" 6' - 8" 1 11/16" F WD HM 3-A001 4-A001 UNIT SLIDING DOOR

A6 5' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A7 2' - 8" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT TOILET POCKET DOOR

A8 3' - 2" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

Floor Finish Legend

F1

F1

F2

F2

F1

No. Description Date
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Unit Ceiling Legend

Floor Finish Legend

1/4" = 1'-0"2
2 Bedroom B - Enlarged Unit Plan

1/4" = 1'-0"3
2 Bedroom B - Enlarged RCP

1/4" = 1'-0"1
2 Bedroom B - Enlarged Demolition Plan

1/4" = 1'-0"4
2 Bedroom B - Enlarged Finish Plan

1/4" = 1'-0"7
2 Bedroom B - Interior Elevation

1/4" = 1'-0"6
2 Bedroom B - Interior Elevation

1/4" = 1'-0"5
2 Bedroom B - Interior Elevation

1/4" = 1'-0"9
2 Bdrm B - Bedroom Elev

1/4" = 1'-0"10
2 Bdrm B - Bedroom Elev

1/4" = 1'-0"8
2 Bedroom B - Interior Elevation

1/4" = 1'-0"11
2 Bdrm B - Bedroom Elev

1/4" = 1'-0"12
2 Bdrm B - Tlt Rm Elev

1/4" = 1'-0"13
2 Bdrm B - Tlt Elev

1/4" = 1'-0"14
2 Bdrm B - Tlt Rm Elev

1/4" = 1'-0"15
2 Bdrm B - Tlt Rm Elev

Demolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D04 DEMOLISH EXISTING TILE WALL BASE.

D06 DEMOLISH EXISTING GYPSUM WALLBOARD & ADHESIVE IN ITS ENTIRETY.
PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK. REFER TO
ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING

MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D07 DEMOLISH EXISTING GYPSUM WALLBOARD, INSULATION, & ADHESIVE IN ITS
ENTIRETY. PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK.
REFER TO ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS

SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR
REMOVAL OF PARTITION.

D08 DEMOLISH EXISTING GYPSUM WALLBOARD, METAL STUD PARTITION AND
ALL ASSOCIATED COMPONENTS IN ITS ENTIRETY.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT PLANS FOR
NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD ASSESSMENT

REPORT DATED JANUARY 2023 FOR REMOVAL OF PARTITION.

D10 DEMOLISH EXISTING MASONRY PARTITION TO EXTENTS DIMENSIONED ON
PLAN FOR NEW OPENING. STRUCTURALLY BRACE TEMPORARILY UNTIL NEW
LINTEL IS INSTALLED. REFER TO ENLARGED PLANS FOR NEW WORK.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING TO
RECEIVE PAINT.

D13 DEMOLISH EXISTING GYPSUM SOFFIT TO EXPOSE METAL STUDS. METAL
STUDS TO REMAIN. REFER TO ENLARGED RCP FOR NEW WORK. REFER TO
THE ASBESTOS SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY

2023 FOR REMOVAL OF PARTITION.

D14 DEMOLISH EXISTING METAL DOOR AND FRAME IN ITS ENTIRETY. SALVAGE
DOOR HARDWARE FOR REINSTALLATION. REFER TO DOOR SCHEDULE FOR
HARDWARE.

D15 REMOVE EXISTING TOWEL RACK & TOILET ACCESSORIES IN ITS ENTIRETY.
SALVAGE AND TURNOVER TO OWNER.

D16 DEMOLISH EXISTING TOILET IT ITS ENTIRETY.

D17 DEMOLISH EXISTING SHOWER HEAD, FAUCET, SHOWER CURTAIN ROD, AND
WALL PANEL IN THEIR ENTIRETY.

D20 DEMOLISH EXISTING SINK AND SOLID SURFACE COUNTER IN THEIR ENTIRETY.

D21 REMOVE AND PROTECT EXISTING MIRRIOR FOR REINSTALLATION. REFER TO
INTERIOR ELEVATIONS FOR LOCATIONS.

D23 DEMOLISH EXISTING CURTAIN VALANCE, CURTAIN TRACKS & CURTAINS IN
THEIR ENTIRETY.

D24 DEMOLISH EXISTING COAT ROD IN ITS ENTIRETY.

D28 DEMOLISH EXISTING WALL TILE IN ITS ENTIRETY.

D29 DEMOLISH EXISTING JACUZZI TUB INCLUDING BUT NOT LIMITED TO TILE,
FAUCETS, AND GRAB BAR.

D37 REMOVE MEP DEVICE AND COORDINATE WITH MEP WORK.

D38 DEMOLISH EXISTING WOOD THRESHOLD.

D39 REMOVE WALL MOUNTED IRON AND IRONING BOARD.

D40 REMOVE METAL SECURITY SAFE.

D41 REMOVE ROOM SIGNAGE AND TURNOVER TO OWNER.

D42 REMOVE AND PROTECT WALL MOUNTED THERMOSTAT. COORDINATE WITH
NEW WORK FOR REINSTALLATION.

D43 REMOVE AND PROTECT WALL MOUNTED SMOKE DETECTOR. COORDINATE
WITH NEW WORK FOR REINSTALLATION.

D45 EXISTING DATA AND POWER OUTLETS TO REMAIN.

D46 DEMOLISH CABLE JACK AND CONDUIT IN ITS ENTIRETY.

Drawing Notes

100 EXISTING CMU WALLS TO RECIEVE GYPSUM WALLBOARD FINISH.

101 MECH EQUIP; RE: MECH DWGS.

102 BUILT-IN ENTERTAINMENT CENTER.

107 ONE INCH DIAMETER DRAINAGE HOLE CUT ALL THE WAY THROUGH EXISTING CONCRETE
SLAB.

108 V-GROOVE SAW CUT CONNECTING DRAINAGE HOLES.

401 24" DEEP LAMINATE SIDE PANEL W/ SOLID WOOD EDGE (MW-4)

402 24" DEEP CABINET ABOVE REFRIGERATOR

403 UNDER-CABINET STRIP LIGHT

406 PROVIDE WHITE OAK FLOATING SHELF

407 LOCATE OUTLETS AS CLOSE TO ELEVATION LOCATION AS POSSIBLE

410 MECH EQUIP; RE: MECH DWGS

411 FLAT PANEL TV BY OWNER, PROVIDE ELECTRICAL HOOKUP; RE: ELEC DWGS

414 BUILT-IN RANGE HOOD

415 PROVIDE ONE LAYER 5/8" GYPSUM WALLBOARD.

416 PROVIDE OAK WOOD DOOR TRIM, 3 1/2" X 3/4" SQUARE EDGE.

417 PROVIDE OAK VENEER.

418 PROVIDE ACRYLIC DIMENSIONAL NUMBERS.

B-1 BASEBOARD, BY CONTRACTOR, 3 1/2" x 1/2" SQUARE EDGE, PAINT GRADE BASEBAORD,
PAINT (P-5)

B-4 BASEBOARD AT CORRIDOR, 3 1/2" X 3/4" SQUARE EDGE, OAK WOOD BASEBOARD.

CT-2 CERAMIC TILE BACKSPLASH

FFE-2 FF&E; ILLUMINATED VANITY MIRROR

HW-2 TOWEL BAR - DELTA - LYDALL 24" - MATTE BLACK

HW-3 DOUBLE ROBE HOOK, DELTA - KAYRA - MATTE BLACK

HW-4 SHOWER CURTAIN ROD

P-2 WALL PAINT,

P-3 WALL ACCENT PAINT,

PL-2 BATHROOM FAUCET, DELTA - MODERN - 559LF-BLGPM-PP - MATTE BLACK

PL-3 GLACIER BAY - 14-027-W - RECTANGLE UNDERMOUNT BATHROOM SINK - WHITE OR SIMILAR

PL-6 KITCHEN FAUCET, KOHLER PURIST 6 IN. FAUCET - K-7509, BL (MATTE BLACK); KITCHEN SINK
STRAINER, 3.5 IN. DECORATIVE BASKET STRAINER - 441093 (STAINLESS STEEL), OR SIMILAR

ST-1 KITCHENETTE COUNTERTOP, QUARTZ PRODUCT - TO MATCH MOLTEN GREY QUARTZ - 3/4"
THICK

ST-2 BATHROOM VANITY TOP, QUARTZ COUNTER TO MATCH CORIAN DESIGNER WHITE, WITH
WHITE UNDERMOUNT SINK

1/4" = 1'-0"16
Recessed Corridor Panel Elev

1/4" = 1'-0"17
Corridor Door Elev

General NotesUnit Appliance Schedule
# APPLIANCE MANUFACTURER MODEL

DW1 24 IN STAINLESS STEEL DISHWASHER GE JS645SLSS

REF1 36" STAINLESS STEEL COUNTER DEPTH REFRIGERATOR GE GWE19JYLFS

REF2 24" STAINLESS STEEL REFRIGERATOR GE WRB533CZJZ

RG1 30" STAINLESS STEEL ELECTRIC RANGE GE WFE505W0HZ

RG2 30" STAINLESS STEEL ELECTRIC RANGE GE CR4B242BK

WD1 24" WHITE STACKABLE WASHER/DRYER COMBO UNIT GE EW824NED848

WD2 24" STAINLESS STEEL WASHER/DRYER COMBO UNIT GE EW824

Door Schedule - Unit Plans

Mark

Door Frame Fire
Rating
(Mins) Hardware CommentsWidth Height Thickness

Door
Type

Door
Material

Frame
Type

Frame
Material

Head
Detail

Jamb
Detail

A1 3' - 0" 6' - 8" 1 3/4" F WD F1 HM 5-A001 6 A001 45 UNIT ENTRY DOOR

A2 2' - 4" 5' - 11" 1 3/4" F WD HM 5-A001 6-A001 UNITCLOSET DOUBLE DOOR

A3 2' - 4" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A4 3' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT SINGLE DOOR

A5 2' - 10" 6' - 8" 1 11/16" F WD HM 3-A001 4-A001 UNIT SLIDING DOOR

A6 5' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A7 2' - 8" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT TOILET POCKET DOOR

A8 3' - 2" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

F1

F1

F2

F2

F1

No. Description Date
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1/4" = 1'-0"1
2 Bedroom C - Enlarged Demolition Plan

1/4" = 1'-0"2
2 Bedroom C - Enlarged Unit Plan

1/4" = 1'-0"3
2 Bedroom C - Enlarged RCP

1/4" = 1'-0"4
2 Bedroom C - Enlarged Finish Plan

1/4" = 1'-0"6
2 Bedroom C - Interior Elevation

1/4" = 1'-0"5
2 Bedroom C - Interior Elevation

1/4" = 1'-0"7
2 Bedroom C - Interior Elevation

1/4" = 1'-0"8
2 Bedroom C - Interior Elevation

1/4" = 1'-0"9
2 Bdrm C - Tlt Rm Elev

1/4" = 1'-0"10
2 Bdrm C - Tlt Rm Elev

1/4" = 1'-0"11
2 Bdrm C - Tlt Rm Elev

1/4" = 1'-0"12
2 Bdrm C - Tlt Rm Elev

1/4" = 1'-0"13
2 Bedroom C - Interior Elevation

1/4" = 1'-0"14
2 Bedroom C - Interior Elevation

1/4" = 1'-0"15
2 Bedroom C - Interior Elevation

1/4" = 1'-0"16
2 Bedroom C - Interior Elevation

1/4" = 1'-0"17
2 Bedroom C - Interior Elevation

Demolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW FLOORING;
REFER TO FINISH PLAN FOR NEW FLOORING AND THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D04 DEMOLISH EXISTING TILE WALL BASE.

D05 DEMOLISH EXISTING CARPET WALL BASE. REFER TO ENLARGED PLANS FOR.

D06 DEMOLISH EXISTING GYPSUM WALLBOARD & ADHESIVE IN ITS ENTIRETY.
PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK. REFER TO
ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING

MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D07 DEMOLISH EXISTING GYPSUM WALLBOARD, INSULATION, & ADHESIVE IN ITS
ENTIRETY. PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW WORK.
REFER TO ENLARGED UNIT PLAN FOR NEW WORK. REFER TO THE ASBESTOS

SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023 FOR
REMOVAL OF PARTITION.

D08 DEMOLISH EXISTING GYPSUM WALLBOARD, METAL STUD PARTITION AND
ALL ASSOCIATED COMPONENTS IN ITS ENTIRETY.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT PLANS FOR
NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD ASSESSMENT

REPORT DATED JANUARY 2023 FOR REMOVAL OF PARTITION.

D10 DEMOLISH EXISTING MASONRY PARTITION TO EXTENTS DIMENSIONED ON
PLAN FOR NEW OPENING. STRUCTURALLY BRACE TEMPORARILY UNTIL NEW
LINTEL IS INSTALLED. REFER TO ENLARGED PLANS FOR NEW WORK.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING TO
RECEIVE PAINT.

D13 DEMOLISH EXISTING GYPSUM SOFFIT TO EXPOSE METAL STUDS. METAL STUDS
TO REMAIN. REFER TO ENLARGED RCP FOR NEW WORK. REFER TO THE
ASBESTOS SAMPLING MOLD ASSESSMENT REPORT DATED JANUARY 2023

FOR REMOVAL OF PARTITION.

D14 DEMOLISH EXISTING METAL DOOR AND FRAME IN ITS ENTIRETY. SALVAGE
DOOR HARDWARE FOR REINSTALLATION. REFER TO DOOR SCHEDULE FOR
HARDWARE.

D15 REMOVE EXISTING TOWEL RACK & TOILET ACCESSORIES IN ITS ENTIRETY.
SALVAGE AND TURNOVER TO OWNER.

D16 DEMOLISH EXISTING TOILET IT ITS ENTIRETY.

D17 DEMOLISH EXISTING SHOWER HEAD, FAUCET, SHOWER CURTAIN ROD, AND
WALL PANEL IN THEIR ENTIRETY.

D18 PROTECT AND CLEAN EXISTING TUB TO REMAIN.

D20 DEMOLISH EXISTING SINK AND SOLID SURFACE COUNTER IN THEIR ENTIRETY.

D21 REMOVE AND PROTECT EXISTING MIRRIOR FOR REINSTALLATION. REFER TO
INTERIOR ELEVATIONS FOR LOCATIONS.

D23 DEMOLISH EXISTING CURTAIN VALANCE, CURTAIN TRACKS & CURTAINS IN
THEIR ENTIRETY.

D24 DEMOLISH EXISTING COAT ROD IN ITS ENTIRETY.

D37 REMOVE MEP DEVICE AND COORDINATE WITH MEP WORK.

D38 DEMOLISH EXISTING WOOD THRESHOLD.

D39 REMOVE WALL MOUNTED IRON AND IRONING BOARD.

D40 REMOVE METAL SECURITY SAFE.

D41 REMOVE ROOM SIGNAGE AND TURNOVER TO OWNER.

D42 REMOVE AND PROTECT WALL MOUNTED THERMOSTAT. COORDINATE WITH
NEW WORK FOR REINSTALLATION.

D43 REMOVE AND PROTECT WALL MOUNTED SMOKE DETECTOR. COORDINATE
WITH NEW WORK FOR REINSTALLATION.

D45 EXISTING DATA AND POWER OUTLETS TO REMAIN.

Drawing Notes

100 EXISTING CMU WALLS TO RECIEVE GYPSUM WALLBOARD FINISH.

101 MECH EQUIP; RE: MECH DWGS.

102 BUILT-IN ENTERTAINMENT CENTER.

107 ONE INCH DIAMETER DRAINAGE HOLE CUT ALL THE WAY THROUGH EXISTING
CONCRETE SLAB.

108 V-GROOVE SAW CUT CONNECTING DRAINAGE HOLES.

401 24" DEEP LAMINATE SIDE PANEL W/ SOLID WOOD EDGE (MW-4)

402 24" DEEP CABINET ABOVE REFRIGERATOR

403 UNDER-CABINET STRIP LIGHT

406 PROVIDE WHITE OAK FLOATING SHELF

407 LOCATE OUTLETS AS CLOSE TO ELEVATION LOCATION AS POSSIBLE

410 MECH EQUIP; RE: MECH DWGS

411 FLAT PANEL TV BY OWNER, PROVIDE ELECTRICAL HOOKUP; RE: ELEC DWGS

414 BUILT-IN RANGE HOOD

415 PROVIDE ONE LAYER 5/8" GYPSUM WALLBOARD.

416 PROVIDE OAK WOOD DOOR TRIM, 3 1/2" X 3/4" SQUARE EDGE.

417 PROVIDE OAK VENEER.

418 PROVIDE ACRYLIC DIMENSIONAL NUMBERS.

B-1 BASEBOARD, BY CONTRACTOR, 3 1/2" x 1/2" SQUARE EDGE, PAINT GRADE
BASEBAORD, PAINT (P-5)

B-4 BASEBOARD AT CORRIDOR, 3 1/2" X 3/4" SQUARE EDGE, OAK WOOD
BASEBOARD.

CT-2 CERAMIC TILE BACKSPLASH

HW-1 TOILET PAPER HOLDER MOUNTED IN FIELD, KOHLER ELATE TOILET PAPER HOLDER
- K-27292-BL

HW-2 TOWEL BAR - DELTA - LYDALL 24" - MATTE BLACK

HW-4 SHOWER CURTAIN ROD

P-2 WALL PAINT,

P-3 WALL ACCENT PAINT,

PL-1 TOILET, DELTA - TURNER DUAL FLUSH TOILET - C41908D

PL-2 BATHROOM FAUCET, DELTA - MODERN - 559LF-BLGPM-PP - MATTE BLACK

PL-3 GLACIER BAY - 14-027-W - RECTANGLE UNDERMOUNT BATHROOM SINK - WHITE
OR SIMILAR

PL-6 KITCHEN FAUCET, KOHLER PURIST 6 IN. FAUCET - K-7509, BL (MATTE BLACK);
KITCHEN SINK STRAINER, 3.5 IN. DECORATIVE BASKET STRAINER - 441093
(STAINLESS STEEL), OR SIMILAR

ST-1 KITCHENETTE COUNTERTOP, QUARTZ PRODUCT - TO MATCH MOLTEN GREY
QUARTZ - 3/4" THICK

ST-2 BATHROOM VANITY TOP, QUARTZ COUNTER TO MATCH CORIAN DESIGNER
WHITE, WITH WHITE UNDERMOUNT SINK

Unit Ceiling Legend

1/4" = 1'-0"18
Recessed Corridor Panel Elev

1/4" = 1'-0"19
Corridor Door Elev

Unit Appliance Schedule
# APPLIANCE MANUFACTURER MODEL

DW1 24 IN STAINLESS STEEL DISHWASHER GE JS645SLSS

REF1 36" STAINLESS STEEL COUNTER DEPTH REFRIGERATOR GE GWE19JYLFS

REF2 24" STAINLESS STEEL REFRIGERATOR GE WRB533CZJZ

RG1 30" STAINLESS STEEL ELECTRIC RANGE GE WFE505W0HZ

RG2 30" STAINLESS STEEL ELECTRIC RANGE GE CR4B242BK

WD1 24" WHITE STACKABLE WASHER/DRYER COMBO UNIT GE EW824NED848

WD2 24" STAINLESS STEEL WASHER/DRYER COMBO UNIT GE EW824

General NotesDoor Schedule - Unit Plans

Mark

Door Frame Fire
Rating
(Mins) Hardware CommentsWidth Height Thickness

Door
Type

Door
Material

Frame
Type

Frame
Material

Head
Detail

Jamb
Detail

A1 3' - 0" 6' - 8" 1 3/4" F WD F1 HM 5-A001 6 A001 45 UNIT ENTRY DOOR

A2 2' - 4" 5' - 11" 1 3/4" F WD HM 5-A001 6-A001 UNITCLOSET DOUBLE DOOR

A3 2' - 4" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A4 3' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT SINGLE DOOR

A5 2' - 10" 6' - 8" 1 11/16" F WD HM 3-A001 4-A001 UNIT SLIDING DOOR

A6 5' - 0" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

A7 2' - 8" 6' - 8" 1 3/4" F WD HM 5-A001 6-A001 UNIT TOILET POCKET DOOR

A8 3' - 2" 6' - 8" 1 3/4" F WD F2 HM 5-A001 6-A001 UNIT CLOSET DOUBLE DOOR

Floor Finish Legend

F1

F1

F2

F2

F1

No. Description Date
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1" = 1'-0"1
Millwork @ Bath Cabinet - Drawers

1" = 1'-0"2
Millwork @ Bath Cabinets - Sink

1" = 1'-0"3
Millwork @ Bath Shelves

1" = 1'-0"4
Millwork @ Kitchen Cabinet - Drawers

1" = 1'-0"5
Millwork @ Kitchen Cabinets - Door and Drawer

1" = 1'-0"6
Millwork @ Kitchen Cabinets - Sink

1" = 1'-0"7
Millwork @ Kitchen Cabinets - Upper B

1" = 1'-0"8
Millwork @ Kitchen Cabinets - Uppers A

1" = 1'-0"9
Millwork @ Tall Cabinet

1" = 1'-0"10
Millwork @ TV center
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UP

UP

A. CONTRACTOR SHALL COORDINATE DEMOLITION WORK OF ALL TRADES

PRIOR TO STARTING CONSTRUCTION. THE CONTRACTOR SHALL

COORDINATE ALL ROUGH-IN AND PATCHING WORK WITH THE WORK OF

ALL TRADES, INCLUDING THE OWNERS SEPARATE CONTRACTORS, IF ANY.

B. CONTRACTOR SHALL COORDINATE WITH WORK OF ALL TRADES FOR

FULL EXTENT OF DEMOLITION WORK REQUIRED.

C. CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING STRUCTURAL

INTEGRITY OF EXISTING CONSTRUCTION WHILE PERFORMING WORK

SPECIFIED UNDER THIS CONTRACT.

D. CONTRACTOR TO PROVIDE TEMPORARY SUPPORT AS REQUIRED WHERE

OPENINGS ARE CUT INTO EXISTING WALLS. CONTRACTOR TO PROVIDE

LINTELS AND RECONSTRUCT OPENINGS TO MATCH ADJACENT EXISTING

CONSTRUCTION.

E. CONTRACTOR TO PROVIDE CUTTING AND PATCHING OF EXISTING

WALLS, CEILINGS, AND FLOORS TO FACILITATE DEMOLITION AND/OR

INSTALLATION OF NEW WORK AS REQUIRED PER DRAWINGS AND

SPECIFICATIONS.

F. CONTRACTOR SHALL INSPECT THE WORK AREA WITH THE ARCHITECT

BEFORE CONSTRUCTION BEGINS TO IDENTIFY MATERIALS WHICH ARE TO 

BE SALVAGED. SUCH ITEMS, UPON REMOVAL, SHALL BE STORED AT A 

SECURE LOCATION DESIGNATED BY THE CONSTRUCTION MANAGER.

G. DEMOLITION DEBRIS SHALL BECOME PROPERTY OF THE CONTRACTOR

UNLESS SPECIFICALLY NOTED TO BE SALVAGED - WHEREIN IT REMAINS THE 

PROPERTY OF THE OWNER. THE OWNER RESERVES THE RIGHT TO REQUEST ITEMS 

TO BE SALVAGED AT ANY TIME DURING THE WORK OF THIS PROJECT. ALL 

DEBRIS SHALL BE DISPOSED OF IN A LEGAL MANNER.

H. IF ASBESTOS AND/OR SUSPECT MATERIALS NOT IDENTIFIED IN

CONTRACT DRAWINGS ARE DISCOVERED AND/OR DISTURBED DURING

CONSTRUCTION, ALL OPERATIONS SHALL CEASE AND THE OWNER OR THEIR 

REPRESENTATIVE SHALL BE NOTIFIED IMMEDIATELY FOR FURTHER DIRECTION.

I. REMOVAL AND/OR CAP-OFF OF UTILITY LINES SHALL BE PERFORMED IN

STRICT ACCORDANCE WITH APPLICABLE CODE(S) AND UTILITY COMPANY

STANDARDS. REFER TO WORK OF ALL TRADES.

J. TEMPORARY FIRE EXTINGUISHERS TO BE PROVIDED AND MAINTAINED

PER NYS FIRE CODE SECTION 33151. EXISTING ROUTES OF EGRESS SHALL 

BE MAINTAINED THROUGHOUT THE DURATION OF CONSTRUCTION 

ACTIVITIES.

K. CONTRACTOR SHALL PROVIDE AND MAINTAIN TEMPORARY

PROTECTION AS REQUIRED FOR REMOVAL OF EXISTING

WINDOWS/OPENINGS AND INSTALLATION OF NEW WINDOWS/OPENING

INFILL WORK.
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VARIOUS EXISTING BUILDING MATERIALS HAVE BEEN IDENTIFIED AS ASBESTOS AND 

MOLD CONTAINING MATERIALS. REVIEW THE ASBESTOS SAMPLING MOLD 

ASSESSMENT REPORT DATED JANUARY 2023 PRIOR TO START OF DEMOLITION WORK.

LOCATION AND QUANTITIES OF SUSPECT MATERIALS SHOULD BE FIELD VERIFIED 

PRIOR TO ABATEMENT AND REMOVAL.

CONDUCT ALL WORK IN ACCORDANCE WITH APPLICABLE FEDERAL, STATE, AND 

LOCAL REQUIREMENTS.

THE DISTURBANCE AND/OR REMOVAL OF ANY ASBESTOS OR MOLD CONTAINING 

MATERIAL, OR SUSPECT MATERIAL SHALL BE PERFORMED BY A LICENSED ASBESTOS 

ABATEMENT OR MOLD CONTRACTOR.

AREAS UNDER ABATEMENT SHALL BE PROPERLY POSTED WITH WARNING SIGNS AND 

SECURED TO PREVENT UNATHORIZED ENTRIES.

THE FOLLOWING TYPICAL MATERIALS WERE IDENTIFIED AS CONTAINING ASBESTOS 

OR MOLD. REFER TO REPORT FOR COMPLETE LISTING.

ASBESTOS CONTAINING MATERIAL - JOINT COMPOUND.

MOLD CONTAINING MATERIAL - WALLPAPER & GYPSUM WALL BOARD.

A. DEMOLISH ALL CEILINGS IN THE ENTIRE BUILDING TO ALLOW

FOR INSTALLATION OF NEW SPRINKLER SYSTEM. DEMOLISH ALL

EXISTING LIGHTING LOCATED WITH IN CEILINGS. REMOVE ALL 

CEILING DEVICES, PROTECT AND REINSTALL IN SAME 

LOCATION WITHIN NEW CEILINGS UNLESS OTHERWISE NOTED.

B.  THE MAJORITY OF THE HOTEL ROOMS INCLUDING TOILET 

ROOMS HAVE EXISTING WALLCOVERING AND SHALL BE 

REMOVED UNLESS OTHERWISE NOTED

C. OWNER IS RESPONSIBLE FOR REMOVAL OF ALL FURNITURE 

AND ITEMS TO BE SALVAGED OR SOLD PRIOR TO DEMOLITION 

CONTRACT. 

D. ALL BED HEADBOARDS FIXED TO WALL TO BE REMOVED AND 

DISPOSED OF BY DEMO CONTRACTOR. 

E. ALL ENTRY DOORS AND HARDWARE TO BE PROTECTED 

DURING RENOVATION.  

F. ALL EXTERIOR SLIDING DOORS AND HARDWARE WITH HOTEL 

ROOMS TO BE PROTECTED DURING RENOVATION. 

DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED
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First Floor Demolition Plan - South Wing

General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

Demolition Legend

No. Description Date
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DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

N

Th
e

 d
e

si
g

n
 c

o
n

c
e

p
ts

, 
c

o
n

st
ru

c
ti
o

n
 d

ra
w

in
g

s 
a

n
d

 d
e

ta
ils

 p
re

se
n

te
d

 h
e

re
in

 a
re

 t
h

e
 s

o
le

 p
ro

p
e

rt
y
 o

f 
E
le

v
8
 A

rc
h

it
e

c
tu

re
. 
 

A
n

y
 r

e
p

ro
d

u
c

ti
o

n
 o

r 
o

th
e

r 
u

se
 o

f 
th

is
 in

fo
rm

a
ti
o

n
 w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

E
le

v
8
 A

rc
h

it
e

c
tu

re
 is

 e
xp

re
ss

ly
 p

ro
h

ib
it
e

d
. 

A
ll 

ri
g

h
ts

 r
e

se
rv

e
d

. 
C

o
p

y
ri
g

h
t 

E
le

v
8
 A

rc
h

it
e

c
tu

re
.

Client No:

Drawn by:

Sheet No:

Job No:

Revisions

ELEV8 Architecture

665 Rocky Mouth Lane

Draper, Utah 84020

888.883.5388

15 Cobblestone Ct

Orchard Park, NY 14127

PROGRESS DRAWINGS 
NOT FOR CONSTRUCTION

MEP ENGINEER:
Chris Abramo

716.228.3559

STRUCTURAL/CIVIL/
LANDSCAPE ENGINEER:

Nussbaumer & Clarke Inc.

3556 Lake Shore Road, Suite 500

Buffalo, NY 14219

716.827.8000

SW
NW

A

1
1

/2
1

/2
0

2
3

 1
:0

1
:0

6
 P

M
A

u
to

d
e

sk
 D

o
c

s:
//

1
1

0
.0

5
 1

0
0

 H
a

v
e

n
/1

1
0

.0
5

 1
0

0
 H

a
v

e
n

 2
.r

v
t

MAIN LOBBY FLOOR
DEMOLITION PLAN -
NW AREA A

D102

110.05

TS

CONSTRUCTION
DOCUMENTS PHASE
104.12.2023

H
A

V
E
N

 1
0
0

R
IV

E
R

 H
A

V
E
N

 M
A

N
A

G
E
R

 L
LC

1
0

0
 W

H
IT

E
H

A
V

E
N

 R
O

A
D

G
R

A
N

D
 I
S
LA

N
D

, 
N

Y
 1

4
0

7
2

1/8" = 1'-0"1
Main Lobby Floor Demolition Plan - North Wing Area A

Demolition Legend General Notes

No. Description Date

micha
Rectangle

micha
Rectangle



UP

UP

UP

UP

UP

UP

UP

UP

OFFICE

OFFICE

OFFICE

OFFICECONVENTION HALL

GAME ROOM

OFFICE

STORAGE

CONVENTION
HALL

WOMENS 
BATHROOM

MENS 
BATHROOM

OFFICE

OFFICE

STORAGE

STORAGE

DINING ROOM

COCKTAIL 
LOUNGE

KITCHEN

OFFICE

FRONT DESK

ENTERTAINMENT AREA

D30

D30

D30

D30D30

D30

D31

D31D31

D30

D30

D30

D30

D30

D30

D30

D30

D30

D30

D30

D31

D31

D31

D31

D30
D30

D30

D30

D31

D31

D31

D06

D06

D06

D06

D06

D06D06

D06

D06

D06

D06

D14

D01 D03

D08

D01 D03

D03D01

/
1

D
102

/
1

D
102

/
1

D
1
0
4

/
1

D
1
0
4

INDOOR POOL
BELOW

224

607

607

607

234

233

250

249

251

254

243

244

246

245

225

226

227

228

247

248

SLIDING 

DOOR

SLIDING 

DOOR

253

D08

D06

D08

D08

D08

D01 D03 D30

D08

D08

D01 D03 D30

D08

D01

D03

D30

D08

D08

D30

D08

D06

D01 D03 D31

D08

D01 D03 D30

D08 D08

D08

D01 D03 D30

D30

D31

D31

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

OFFICE

229

252

253

254

255

256

257

DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Main Lobby Floor Demolition Plan - North Wing Area B

Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D06 DEMOLISH EXISTING GYPSUM WALLBOARD & ADHESIVE IN ITS
ENTIRETY. PREP & CLEAN MASONRY PARTITION TO RECEIVE NEW
WORK. REFER TO ENLARGED UNIT PLAN FOR NEW WORK. REFER TO

THE ASBESTOS SAMPLING MOLD ASSESSMENT REPORT DATED
JANUARY 2023 FOR REMOVAL OF PARTITION.

D08 DEMOLISH EXISTING GYPSUM WALLBOARD, METAL STUD PARTITION
AND ALL ASSOCIATED COMPONENTS IN ITS ENTIRETY.

D14 DEMOLISH EXISTING METAL DOOR AND FRAME IN ITS ENTIRETY.
SALVAGE DOOR HARDWARE FOR REINSTALLATION. REFER TO DOOR
SCHEDULE FOR HARDWARE.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.

D31 DEMOLISH EXISTING GYPSUM CEILING AND ASSOCIATED LIGHTING
IN ITS ENTIRETY.
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CORRIDOR
214B

STAIR 1
280

CORRIDOR
214A

DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.
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D10

D48

DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

N

Th
e

 d
e

si
g

n
 c

o
n

c
e

p
ts

, 
c

o
n

st
ru

c
ti
o

n
 d

ra
w

in
g

s 
a

n
d

 d
e

ta
ils

 p
re

se
n

te
d

 h
e

re
in

 a
re

 t
h

e
 s

o
le

 p
ro

p
e

rt
y
 o

f 
E
le

v
8
 A

rc
h

it
e

c
tu

re
. 
 

A
n

y
 r

e
p

ro
d

u
c

ti
o

n
 o

r 
o

th
e

r 
u

se
 o

f 
th

is
 in

fo
rm

a
ti
o

n
 w

it
h

o
u

t 
th

e
 w

ri
tt

e
n

 c
o

n
se

n
t 

o
f 

E
le

v
8
 A

rc
h

it
e

c
tu

re
 is

 e
xp

re
ss

ly
 p

ro
h

ib
it
e

d
. 

A
ll 

ri
g

h
ts

 r
e

se
rv

e
d

. 
C

o
p

y
ri
g

h
t 

E
le

v
8
 A

rc
h

it
e

c
tu

re
.

Client No:

Drawn by:

Sheet No:

Job No:

Revisions

ELEV8 Architecture

665 Rocky Mouth Lane

Draper, Utah 84020

888.883.5388

15 Cobblestone Ct

Orchard Park, NY 14127

PROGRESS DRAWINGS 
NOT FOR CONSTRUCTION

MEP ENGINEER:
Chris Abramo

716.228.3559

STRUCTURAL/CIVIL/
LANDSCAPE ENGINEER:

Nussbaumer & Clarke Inc.

3556 Lake Shore Road, Suite 500

Buffalo, NY 14219

716.827.8000

SW
NW

1
1

/2
1

/2
0

2
3

 1
:0

1
:1

3
 P

M
A

u
to

d
e

sk
 D

o
c

s:
//

1
1

0
.0

5
 1

0
0

 H
a

v
e

n
/1

1
0

.0
5

 1
0

0
 H

a
v

e
n

 2
.r

v
t

THIRD FLOOR
DEMOLITION PLAN -
NW

D105

110.05

TS

CONSTRUCTION
DOCUMENTS PHASE
104.12.2023

H
A

V
E
N

 1
0
0

R
IV

E
R

 H
A

V
E
N

 M
A

N
A

G
E
R

 L
LC

1
0

0
 W

H
IT

E
H

A
V

E
N

 R
O

A
D

G
R

A
N

D
 I
S
LA

N
D

, 
N

Y
 1

4
0

7
2

1/8" = 1'-0"1
Third Floor Demolition Plan - North Wing

Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D10 DEMOLISH EXISTING MASONRY PARTITION TO EXTENTS DIMENSIONED
ON PLAN FOR NEW OPENING. STRUCTURALLY BRACE TEMPORARILY
UNTIL NEW LINTEL IS INSTALLED. REFER TO ENLARGED PLANS FOR

NEW WORK.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.

D48 DEMO EXISTING MASONRY PARTITION IN ITS ENTIRETY.

No. Description Date
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DEMOLITION OR REMOVALS

REMOVE DOOR, FRAME AND HARDWARE 

U.N.O.

EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.
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EXISTING CONSTRUCTION TO REMAIN

DEMOLITION NOTE

EXISTING DOOR AND FRAME TO REMAIN

#

DRAWING NOTE#

P

FIRE ALARM PULL STATION TO BE 

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

FE

RECESSED FIRE EXTINGUISHER &

HOSE CABINET TO BE REMOVED,

PROTECTED AND REINSTALLED IN

SAME LOCATION.

CEILING MOUNTED EXIT SIGN TO BE

REMOVED, PROTECTED, AND 

REINSTALLED IN SAME LOCATION.

ES

EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Demolition Legend General Notes
Demolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.
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EXISTING FLOOR TILING TO BE

REMOVED

A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 
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C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.
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Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D02 DEMOLISH EXISTING TILE FLOORING & THRESHOLD IN ITS ENTIRETY,
INCLUDING MORTAR BED DOWN TO CONCRETE PLANK.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D10 DEMOLISH EXISTING MASONRY PARTITION TO EXTENTS DIMENSIONED
ON PLAN FOR NEW OPENING. STRUCTURALLY BRACE TEMPORARILY
UNTIL NEW LINTEL IS INSTALLED. REFER TO ENLARGED PLANS FOR

NEW WORK.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.

D48 DEMO EXISTING MASONRY PARTITION IN ITS ENTIRETY.

No. Description Date
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FE
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CEILING MOUNTED EXIT SIGN TO BE
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PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 
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E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.

D30 DEMOLISH EXISTING ACT CEILING AND ASSOCIATED LIGHTING IN ITS
ENTIRETY.
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FE
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.
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Demolition Legend General NotesDemolition Notes

D01 DEMOLISH EXISTING CARPET FLOORING IN ITS ENTIRETY, INCLUDING
THRESHOLD. PREP EXISTING CONCRETE PLANK TO RECEIVE NEW
FLOORING; REFER TO FINISH PLAN FOR NEW FLOORING AND

THRESHOLD.

D03 DEMOLISH EXISTING VINYL WALL BASE.

D09 DEMOLISH EXISTING GYPSUM WALLBOARD TO EXPOSE METAL STUD
PARTITION. METAL STUDS TO REMAIN. REFER TO ENLARGED UNIT
PLANS FOR NEW WORK. REFER TO THE ASBESTOS SAMPLING MOLD

ASSESSMENT REPORT DATED JANUARY 2023 FOR REMOVAL OF
PARTITION.

D12 PREP AND CLEAN EXISTING SPRAY APPLIED ACOUSTICAL CEILING
TO RECEIVE PAINT.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

REMOVE AND DISPOSE OF EXISTING ROOF SYSTEM DOWN TO EXISTING 

STRUCTURAL DECK. REPAIR OR REPLACE PORTIONS OF THE DECK AS 

NEEDED TO INSTALL NEW ROOFING SYSTEM AND TO MAINTAIN 

STRUCTURAL INTEGRITY. REMOVE AND DISPOSE OF EXISTING SHEET 

METAL ROOF COPING, PERIMETER TERMINATION BARS, AND WALL 

FLASHING. REMOVE AND REINSTALL EXISTING ROOF DRAINS, 

EQUIPMENT AND PIPING AS NEEDED TO INSTALL NEW ROOFING. 

EXISTING VENT PIPE

EXISTING EXHAUST FAN

EVP

EEF

EXISTING ROOF DRAIN

EXISTING ROOF HATCH
ERH

ERD

R16
PRECAST CONCRETE DECK, 3" INSULATION, ADHERED EPDM, 1" 

INSULATION, ADHERED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED EPDM. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 3" INSULATION, MECHANICALLY 

FASTENED EPDM, 1" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 1" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MODIFIED.
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

REMOVE AND DISPOSE OF EXISTING ROOF SYSTEM DOWN TO EXISTING 

STRUCTURAL DECK. REPAIR OR REPLACE PORTIONS OF THE DECK AS 

NEEDED TO INSTALL NEW ROOFING SYSTEM AND TO MAINTAIN 

STRUCTURAL INTEGRITY. REMOVE AND DISPOSE OF EXISTING SHEET 

METAL ROOF COPING, PERIMETER TERMINATION BARS, AND WALL 

FLASHING. REMOVE AND REINSTALL EXISTING ROOF DRAINS, 

EQUIPMENT AND PIPING AS NEEDED TO INSTALL NEW ROOFING. 
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PRECAST CONCRETE DECK, 3" INSULATION, ADHERED EPDM, 1" 

INSULATION, ADHERED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED EPDM. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 3" INSULATION, MECHANICALLY 

FASTENED EPDM, 1" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 1" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MODIFIED.
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Roof Demolition Plan - North Wing Area B
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A. ALL DIMENSIONS ARE TO THE FINISHED FACE OF SURFACES 

UNLESS OTHERWISE NOTED.

B.  THE CONTRACTOR IS NOT TO SCALE DRAWINGS OR DETAILS. 

C.  THE CONTRACTOR SHALL COORDINATE ALL WORK 

PROCEDURES WITH THE REQUIREMENTS OF LOCAL 

AUTHORITIES.

D.  THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE 

PROTECTION OF ALL CONDITIONS AND MATERIALS WITHIN THE 

PROPOSED CONSTRUCTION AREA, THE CONTRACTOR SHALL 

DESIGN AND INSTALL ADEQUATE SHORING AND BRACING FOR 

STRUCTURAL OR REMOVAL TASKS.

E.  THE CONTRACTOR SHALL PERFORM ALL CUTTING, PATCHING, 

REPAIRING AS REQUIRED TO PERFORM ALL OF THE WORK 

INDICATED ON THE DRAWINGS.

F. REFER TO MECHANICAL, ELECTRICAL, PLUMBING, AND FIRE 

PROTECTION DRAWINGS & NARRATIVES FOR ADDITIONAL 

SCOPE.

G.   THE CONTRACTOR IS TO PREP, LEVEL AND CLEAN ALL EXISTING 

CONCRETE PLANK AND CMU SURFACES INDICATED ON THE 

DRAWINGS TO REMAIN AND BE EXPOSED.

H.   All GWB IS TO BE MOISTURE RESISTANT (MR) INSIDE UNITS.

I. REFER TO SHEET A-001 FOR GENERAL NOTES AND WALL TYPES.

J. MEP DEVICES SHOWN ON ARCHITECTURAL REFLECTED CEILING 

PLANS ARE PROVIDED FOR COORDINATION PURPOSES ONLY.  

REFER TO MECHANICAL DRAWINGS FOR ACTUAL QUANTITIES, 

STYLE & MODEL.

K.  ALL CEILING INSTALLED DEVICES SHALL BE CENTERED WITHIN  

CEILING TILE AND/OR CEILING TILE MODULE UNLESS NOTED 

OTHERWISE.

L. CENTER CEILING SYSTEM IN EACH ROOM AS SHOWN UNLESS 

NOTED OTHERWISE.

M. COORDINATE EXACT LOCATION OF ACCESS PANELS W/ MEP 

DRAWINGS.

R16
PRECAST CONCRETE DECK, 3" INSULATION, ADHERED EPDM, 1" 

INSULATION, ADHERED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED EPDM. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, ADHERED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 3" INSULATION, MECHANICALLY 

FASTENED EPDM, 1" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED TPO. 

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 1" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MECHANICALLY FASTENED EPDM, 1" 

INSULATION, MECHANICALLY FASTENED TPO.

LOW SLOPE 1 1/2" METAL DECK, 2" INSULATION, 3-PLY BUILT UP ASPHALT 

ROOFING, 1/2" INSULATION, MODIFIED.
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REMOVE AND DISPOSE OF EXISTING ROOF SYSTEM DOWN TO EXISTING 

STRUCTURAL DECK. REPAIR OR REPLACE PORTIONS OF THE DECK AS 

NEEDED TO INSTALL NEW ROOFING SYSTEM AND TO MAINTAIN 

STRUCTURAL INTEGRITY. REMOVE AND DISPOSE OF EXISTING SHEET 

METAL ROOF COPING, PERIMETER TERMINATION BARS, AND WALL 

FLASHING. REMOVE AND REINSTALL EXISTING ROOF DRAINS, 

EQUIPMENT AND PIPING AS NEEDED TO INSTALL NEW ROOFING. 
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